
600 sq-ft 600 sq-ft

600 sq-ft 600 sq-ft

4 Open offices shall be controlled separately in zones with floor areas not 

greater than 600 sq ft. When vacant for 20 minutes, the lights shall 

automatically reduce lighting in the zone by 80%. If all control zones are 

vacant, the lighting shall go to full OFF. For more information, refer to code 

section C405.2.1.3. 
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SENSOR
18 AWG 3 WIRE
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DESIGN GUIDES

Subject Quantity

GLA-LDL-PC-0-10 1

ZUMLINK-DT-QUATTRO-DS 4

ZUMLINK-KP 1

ZLINKZLINKNK ZUMLINK 5

ZLINKZLINKNK ZUMNET 1
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Minimum Controls Code Provision
Manual Control Device C405.2.5, C405.2.2.2

Partial ON C405.2.1.1

Full OFF C405.2.1

Occupancy
Sensor

Partial OFF C405.2.1
Daylight Response C405.2, C405.2.6.1, Exception C405.2.3.1 


